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SP/0S/0614
Vessel / Shore Tank : SHORE TANK 1 Sample Submitted By : IAC Searsport
Product : #6 Fuel Oif Analysis Performed By :  IAC Portland
Client Reference : DUANE SEEKINS Date Sampled : 05-Jun-2009
Terminal / Port / Office ;.  SPRAGUE SEARSPORT Date Reported : 10-Jun-2008
Job 1D ; 0020-0601670 Submission 1D : 2009-020-00503
Sample Details : COMPOSITE
Comments : AFTER ANOTHER DAY OF AGITATOR BLENDING
1 UML Composite
Sample Number 2000-023-00503-001
Method Test Result Specification
ASTM D287 APl Gravity, * API 12.7
ASTM D1250 Density at 15°C 0.9807
ASTM D4294 Sulfur Content, mass % 0.498
ASTM D445 Test Temperature 50°C (122°F)
Kinematic Viscosity, ¢St 3231
ASTM D216t Test Temperature, ° F 122
Sayholt Furcl Seconds, sec 152.6
ASTM D95 Water, % (viv) <0.05
ASTM D473 Sediment Content, mass % / vol % 0.05/0.02
ASTM D1796 Water and Sediment, % (viv) 0.100
ASTM D83 Proc. B Manual / Automated Automatic
Flash Point, "C/°F 112.0/7234
ASTM D482 Ash Conient, mass % 0.0872
1P 47C Aluminum, ppm {ma/kg} 45
Sificon, gpm {ma/kg) 53
Sodium, ppm (mg/kg) 14
Vanadium, ppm (mg/kyg) 8
ASTM D5762 Nitrogen, ppm (ug/g) 3548
ASTM D240 Gross Heat of Combustion, BTU/lp 18734
Unit Conversion, BTU/gal 153094
ASTM D4530 Carbon Residue, % (m/m} 84
ASTM D97 Pour Point, *C/* F 21170
ASTM D6560 Asphaitenes, % (m/m) a7
For Inspectorate: Sighature on file
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